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Addition Plan 
Information Handout 

 
 
 

These illustrations are only examples. 
Your drawings must be to scale. 

 
 

These examples show the detail required for plan 
submittals to the Building and Safety Division. From 
your drawings, plan reviewers should be able to build 
the project themselves. 
The following are required when submitting proposals: 
•    Two sets of plans, drawn to scale 
on minimum 11x17 paper. 
•    A minimum of one elevation, one plan view per floor 
level and one section view per area being added. 
• A site plan showing the location of your project.. 
•    Please include p l u m b i n g, e l e c t r i c a l o r h e a t i n g 
p l a n s, if applicable.  

Existing Addition 
 

ROOF 
VENT 

Elevation 
Scale 1/4˝ = 1´ 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
From siding 
to grade 
minimum 6˝ 

 
 
Plan view: Foundation 
• Locate addition in relation to existing home. 
• Indicate whether the addition is a crawl space, full 
depth foundation or post footings. 
• Include written dimensions and locations. 
• If it is being built on post footings, the footings must 
be sized for submittal of plans. 

 

See graphic at right, below and page 2. 
 
 

Plan view: 
Foundation with posts 

 
 
 
 
 
 
 
 
 
 
Laundry 
room 
 
 
 
 
Rec 
room 

 

CONCRETE BLOCK GRADE 
 

 
 
 
 
 

Plan view: Foundation 
with crawl space 
Scale 1/4˝ = 1´ 

 
10´- 0˝ 

 
 
 
 

2 x 8˝ JOISTS  8˝ x 16˝ 
 
 

Bedroom 
 
 
 
 
 
 

Family 
room 

Scale 1/4˝ = 1´ 
 
 

10´- 0˝ 
 
 

Addition 
2˝ x 8˝ JOISTS 

16˝ O.C. 
 
2 - 2˝ x 8˝ 

 
 
 
 
24˝ FOOTING 
 
 
 
 
 
 
18˝ FOOTING 

 
 
 
 
18˝ x 24˝ 
ACCESS 

16˝ O.C. 
 
 
 
 
 
 
Addition 

FOOTING 

BEAMS 8” CONCRETE BLOCK - 5 Course 
R-10 FOAM INSULATION 

24˝ FOOTING 
Note: Provide written distances between posts. 

 

1/2” GYPSUM BOARD 

 

 

Pottawattamie County Building Division 
223 South 6th Street Suite 4 
Council Bluffs, Iowa 51501 
Main Line:  712.328.5847  Fax: 712.328.4731 
www.pottcounty.com 

 

http://www.pottcounty.com/
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Plan view: Floor 
• Draw to scale on minimum 11x17 paper. 
• Note the scale you use on the drawing. 
• Include written dimensions on the plan. 
• Locate all doors and windows. 
• Provide rough opening sizes for each door and window. 
• Provide header and beam sizes, as well as type of material being used. (e.g. 2 - 2" x 10" Doug Fir 

or 2 - 9-1/2" LVLs.) 
• Provide a floor plan for each level being built. 
• Indicate direction and spacing of joists, rafters/trusses, e.g. 12", 16" or 24" on center. 
• Indicate the use (e.g. bathroom, family room, bedroom) of the new room(s) and those adjoining 

the addition. 
 
 
See graphic below. (Note: Materials, types and sizes are given for example only.) 

 
 
 

First floor 
Scale 1/4˝ = 1´ 

 
 

Laundry 
room 

 
 
 
 
WINDOW 
Assembly size = X square feet or 
Rough-opening = width times height 

 
 
 
 
 
 
 
GAS 

Description 
A* 

10´- 0˝ 
FIREPLACE 

 
 

Family 
room 

 
 
2 - 2˝ x 10˝ 
HEADER 

 
 
 
 

2 - 2”x 8” 
HEADER 

HEATED 
ADDITION 
 
 
 
 
 
 
 
Dining room 

 
 
 
 
 
 
 
 
CCOONNCCRREETTEE 
PPAATTIIOO 

 
 
DOOR 
Rough opening 
3´- 3˝ x 6´- 10˝  

 
2 - 2˝ x 10˝ 
HEADER 

 
 
 

A* 
WINDOW 
Rough-opening = 2´- 2˝ x 3´- 5˝ 
 

 
 

* Location of Section A - A on next page. 



 

 
 

 
 

 
  
 

 
 

 
 

 
 

 
 

 
 

Section view 
If more than one area is being built, provide one section 
view for each area. See graphic below. 

 
 
(Note: Materials, types and sizes are given for example 
only.) 

 
 

Section A - A 
Scale 1/2˝ = 1´ 

 

12 
PITCH OF ROOF 

5 

 
 
 
250 # ASPHALT SHINGLES 
 
15 # FELT PAPER 

 
 
 

R-44 BLOWN 
INSULATION 

 
 
 
AIR CHUTES 

6´ ICE PROTECTION BARRIER 

1/2˝ CD-X PLYWOOD 

MFRD TRUSSES 
24˝ O.C. or size of rafters 
and ceiling joists 

 
 

INSULATED ATTIC 
ACCESS Rough 
opening size 
22" X 30" 

5/8˝ GYPSUM 
BOARD 

VAPOR 
RETARDER 
4-Mil 

 
3/4˝ FASCIA BOARD 
 

 
ALUMINUM/ VENTED SOFFIT 

 
R-19 FIBERGLASS INSULATION 

 

 
2˝ x 6˝ STUDS 16˝ O.C 

 
1/2˝ PLYWOOD SHEATHING 

 
 

1/2˝ GYPSUM BOARD 
WATER RESISTANT BARRIER 
(Name specific housewrap and/or 
felt paper) 

 
SIDING 
(Type of material, e.g. vinyl, 
cedar, stucco, etc.) 

 
 
 

3/4˝ TONGUE AND 
GROOVE PLYWOOD 

R-10 RIM 
INSULATION 

 
 

2“ x 8” JOISTS 
 
 
 
R-10 RIGID 

2˝ X 6˝ TREATED 
SILL PLATE with sill sealer 

 

5 GRADE 
18" CRAWL 

SPACE 
INSULATION 

1/2˝ GYPSUM 
 
 
6 Mil Poly 
VAPOR RETARDER 
Extend up wall a 
minimum of 6" and 
seal to rigid insulation 

 
4 ANCHOR BOLTS 
3 1/2˝ X 9˝ at max 6´ O.C. 
2 

1 8" CONCRETE 
BLOCK - 5 Courses 

 
42" MINIMUM 
FOOTING DEPTH 

8˝ x 16˝ FOOTING 
Note: Include soil type at residence. ( e.g. clay, gravel, sand.



 

 


